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ABSTRACT

A study was undertaken to identify patterns of consumer use of outdoor wood boilers or outdoor
wood furnaces (technically referred to as outdoor wood-fired hydronic heaters (OWHHs)) and
indoor wood stoves (IWSs) to inform the development of performance testing protocols that
reflect real-life operating conditions. These devices are manually fed, and their usage protocols
are a function of a number of variables, including user habits, household characteristics, and
environmental factors. In this study, researchers logged the stack wall temperatures of 4 OWHH
and 20 IWS units in the states of New York and Washington over two heating seasons. Stack
wall temperature is an indicator of changes in combustion modes. Two algorithms were
developed to 1dentify usage modes and cold and warm start refueling events from the stack wall
temperature time series. A linear correlation analysis was conducted to evaluate the effect of heat

demand on usage patterns. The results and methods presented here will inform the cataloging of
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typical operational patterns of OWHHs and IWSs as a step in the development of performance

testing procedures that represent actual in-home usage patterns.

IMPLICATIONS

U.S. regulatory programs require certification testing of the emissions and efficiency
performance of representative new residential wood heating appliances. In current certification
protocols, emissions are measured while 100% of a standardized wood fuel charge is burned at
specified steady-state load conditions. This study assessed the operational usage patterns of
residential wood-burning appliances in homes. Modification of the certification testing protocols
to reflect actual usage patterns would increase the comparability of those tests with the

performance of the appliances in the field.

INTRODUCTION

Wood is the fifth most commonly used fuel for primary and secondary residential heating in the
U.S., after natural gas, electricity, fuel oil, and propane. Combustion of wood and wood
products, including wood chips and pellets, accounted for about 2% (517 trillion Btu) of
residential energy consumption and 66.2% of renewable residential energy consumption in the
U.S. in 2018. In 2015, 11% (approximately 12.5 million) of U.S. households used wood as an
energy source, mainly for space heating, and wood was the primary heating fuel for 3.5 million
of those households. (EIA 2019b).

Wood burning rates in the U.S. are particularly high the Northeast region. In 2015, the residential
wood burning rate in the Northeast was 50% higher than the U.S. average; that year, the
Northeast was responsible for 31.4% of total national residential wood consumption. (EIA 2018).
According to the U.S. Census, 15% of Vermont households, 10% of Maine households and 7%
of New Hampshire households burned wood in 2017, as compared to 2% of the households in
the U.S. as a whole. Between 2010 and 2017, the number of households burning wood for heat
increased by 21% in the Northeast and by only 5% nationally. New York State (NYS)
experienced a 10% increase over this period, with approximately 140,000 households (2% of
households) heating with wood in 2017 (U.S. Census Bureau 2019).

Although residential wood burning constitutes a relatively small percentage of total energy

consumption, a disproportionately large share of air pollutant emissions is attributed to that
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sector. Indoor wood stoves (IWS) and outdoor wood-fired hydronic heaters (OWHHSs), the most
common cordwood heating devices, are a significant source of emissions of particulate matter
less than 2.5 microns in diameter (PM;5), as well as volatile organic compounds (VOCs) and
other gaseous pollutants (McDonald et al. 2000; Johansson et al. 2004; Glasius et al. 2006; Bari
et al. 2009; Schmidl et al. 2011; Pettersson et al. 2011; Piazzalunga et al. 2011; Maenhaut et al.
2012; Herich et al. 2014; Denier Van Der Gon et al. 2015). According to the U.S. Environmental
Protection Agency’s (EPA’s) National Emissions Inventory, residential wood heating was
responsible for 97.5% of the PM, s emitted by all residential fuel combustion in 2014. That year,
NYS residential wood burning appliances emitted 17,916 tons of PM, s and 19,594 tons of
VOCs, accounting for 66% of the PM; s and 81% of the VOC emissions from all stationary fuel
combustion sources in the State. Residential wood burning appliances emitted more PM, s and
VOCs than combustion of all other fuels in the commercial, industrial, and institutional sectors
combined (EPA 2014).

Inhalation of wood smoke is linked to serious health effects (Morris 2001; Englert 2004; Boman,
Forsberg, and Sandstrom 2006; Pope 111 and Dockery 2006; Nacher et al. 2007). Wood smoke
constituents, including PM; s, carbon monoxide and nitrogen oxides, are associated with adverse
respiratory and cardiac health effects and increased mortality. Wood smoke also contains a
number of carcinogenic compounds, including polycyclic organic matter, benzene and
aldehydes. The EPA estimates that residential wood heating accounts for 44% of polycyclic
organic matter emitted by all stationary and mobile sources and is responsible for 25% of the
cancer risk and 15% of noncancer respiratory effects attributed to area source air toxics
emissions. (EPA 2015a)

EPA’s New Source Performance Standards (NSPS) establish emissions limitations for
particulate matter (PM) for new wood-fired residential heaters, including cordwood, wood pellet
and wood chip fueled devices. A model line is certified as compliant with the NSPS if emissions
test results for a representative prototype appliance are consistent with those limits. EPA’s
compliance testing protocols include specifications for standardized fuel and operational
parameters. However, the approved methods are not representative of fuel use and operating
conditions in the field.

Emission rates and efficiencies of residential wood heating appliances are affected by a variety

of end-user controlled fuel and operational parameters, including the physical and chemical
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properties of the wood, ignition method, adjustment of the combustion air damper, fuel amount
per batch, heat setting and method and frequency of adding new fuel (Shen et al. 2013; Vicente
et al. 2015a; Vicente et al. 2015b; Reichert et al. 2016; Reichert et al. 2017; Brandelet et al.
2018; Fachinger et al. 2017). The usage patterns of OWHHs and IWSs are very different, due to
the differences in their size, function and technical design. However, the current certification
test procedures for these devices are similar, requiring the firing of a single fuel configuration
(generally “crib wood” dimensional lumber) at steady-state conditions with a full bed of hot
coals and no start-up or reloading events.

These conditions clearly do not reflect typical consumer in-use fuel and patterns and, therefore,
are not representative of operations in the field. In a 1998 technical review of the NSPS, EPA
stated that “the emissions values obtained from EPA NSPS certification is only roughly
predictive of emissions under in-home use” (Houck and Tiegs 1998). In fact, the tuning of wood-
burning appliances to minimize emissions at test conditions may actually cause higher emissions
in the field. EPA’s 1998 technical review found that, “Wood stoves are designed, out of
necessity, to pass the certification test, and consequently, their design is not necessarily optimal
for low-emission performance under actual in-home use.”

Researchers have documented that, due to the limited correlation between certification test
values and in-field performance, existing certification tests may significantly underestimate
emissions and exposures in the field. A European meta-study found that PM and VOC emissions
from residential wood heating appliances in Austria, measured according to European National
(EN) standard steady-state test protocols, were significantly lower than the results obtained when
those appliances were tested under real-life operating conditions (Reichert and Schmidl 2018).
EPA measured emissions and performance of four cordwood-fired OWHHs in a laboratory when
those appliances were operating according to a load profile generated by a simulation program
for heat demand of a home in Syracuse, New York. PM emissions measured under those
conditions were generally higher than those measured using the EPA Method 28 standard test for
OWHHs. (EPA 2012, EPA 2015b).

In the 2015 NSPS, EPA expressed agreement with comments that cited “a critical need for test
methods that reflect the ‘real world” with cord wood, cold starts, cycling, moisture, heat demand
and shorter averaging periods” and encouraged the development of improved methods that have

“sufficiently demonstrated that they can be relied upon for regulatory purposes.” This study was
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designed to provide data on real-world operational patterns of IWSs and OWHHs to inform the
development of tests that more accurately reflect in-use conditions. EPA's announcement in the
2015 NSPS that it intends to develop new cordwood protocols makes this a timely and policy-
relevant issue as the design of a new operational cycle in the testing procedures should represent
conditions associated with field use of the units.

European studies have used surveys and interviews to gain insight into end-user wood-burning
appliance usage behaviors. (Reichert et al. 2016; Schieder et al. 2013; Oehler et al. 2016; Wohler
et al. 2016). While those studies provide useful information, they are not directly applicable to
user behavior in the U.S and the results may have been influenced by the extensive interaction
between users and researchers. To avoid influencing user behaviors, we developed a procedure
to identify appliance operational cycles from stack wall temperature, without the need of active
participation of users or researchers during the data gathering period.

In the Methodology section of this article, we describe the methods that were used to collect
IWS and OWHH stack wall temperature data in the field and to develop algorithms to extract
usage patterns and reloading event data from those measurements. In the Results section, we
present an analysis of those data. Monitoring of IWSs in two states (New York and Washington)
and in two different heating seasons, facilitated the evaluation of the influence of weather
conditions and other factors on usage patterns. The Conclusion section discusses the implications
of the research findings revising wood-burning device testing protocols to better reflect

performance in the field.

METHODOLOGY

OWHHs are large furnaces that are sited outside of the buildings that they heat. They are
designed for whole house heating and have a large firebox, typically 170 to 900 liters (6 to 30
cubic feet (ft’)) where cordwood, wood pellets, wood chips or other biomass fuels are burned.
The burner heats the water in a water jacket that typically surrounds the appliance firebox, which
then travels through underground pipes to indoor heat exchangers such as radiators, baseboard
units, and radiant floor tubes in the house. Large energy losses occur through the water jacket
and through the connecting lines during transmission of the heat. OWHHs are controlled by a

thermostat or aquastat, which opens and closes the air damper, cycling the burner on and off.
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OWHH manufacturers recommend that users load the appliance with a large amount of

cordwood fuel approximately every two days (Central Boiler 2018).

IWSs differ from OWHHs in function and physical characteristics. IWSs are generally used for
heating a portion of a house and are significantly smaller than OWHHs. IWSs use less fuel per
batch than OWHHs, since they have much smaller fireboxes (typically 40 to 100 liters (1.4-3.5
ft*)). Most IWSs, including all of the units included in this study, are manually controlled and do
not have automatic thermostats. IWSs are located inside living areas and are often used for
aesthetic, as well as heating, purposes, as evidenced by the large number of IWS appliances
designed with glass fronts. Due to the smaller fireboxes and the desire for an aesthetically
pleasing fire, IWS fireboxes are generally loaded and reloaded more frequently than those of
OWHHs.

Despite the stark differences in function and design, the framework for the current certification
test procedures for OWHHs and IWSs is the same — a “hot to hot” steady-state test at four
prescribed heat loads. A “hot to hot” test means that the fuel charge is loaded into a stove that
has already burned several loads of wood. The test starts when a fuel charge is loaded onto an
existing bed of hot coals. The test ends when the scale weight returns to the initial weight just
before fuel loading, therefore ending with a full bed of hot coals.

For this study, participants were recruited in two states, New York (NYS) and Washington
(WA). The researchers conducted recruitment in NYS via email and the local newspaper. No
compensation was offered or provided. WA participants were similarly recruited by
representatives of the WA Department of Ecology. All respondents with an IWS or OWHH
located within driving distance of the research teams that met the criteria described below were
included in the study.

Four OWHHs in St. Lawrence and Franklin counties in NYS participated in the study. No
eligible OWHHs were identified in WA. The four NYS OWHHs had been installed less than
three years prior to the study and were certified to comport with Step 1 of EPA’s 2015
Residential Wood Heater NSPS. The units have output powers between 56 and 73 kW (190 to
250 kBtu/hr) and can be loaded with up to approximately 70 kg (150 1bs) of firewood in each
charge. Table 1 provides additional details about the OWHHs studied. Monitoring of the
OWHHs was conducted for 33-104 days between October 31, 2015 and February 13, 2016.
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<Insert Table 1 here>

Twenty residential IWSs, eleven in St. Lawrence County, NYS and nine in Spokane County,
WA, participated in the study. All were located in the primary residence of the homeowner.
Monitoring of all NYS IWS units was conducted for 30-47 days between January 14, 2015 and
February 27, 2015 (the 2015 heating season). Five of the NYS IWS units were also monitored
for 80-203 days during the following (2016) heating season, beginning in mid-December 2015 at
four of those locations and in mid-September 2015 at the fifth. All of the WA TWSs were
monitored from January 25, 2015 to April 27, 2015. Error! Reference source not found. 2

presents details of the studied IWSs and associated data acquisition periods.

<Insert Table 2 here>

Collection of IWS monitoring data during two successive heating seasons and in two different
locations allowed for the assessment of the effect of weather conditions on use patterns. Weather
data at the Massena, NY Airport (WBAN ID: 94725) and Spokane, WA International Airport
(WBAN ID: 24157) were obtained from the Climate Data Online repository through the National
Oceanic and Atmospheric Administration website and were used to calculate heating degree days
(HDDs) at each study location. HDD is an index used to quantify the energy needed to heat a
building and is calculated for each day as the number of degrees that the day's average outside
temperature is below 65 °F. The first measurement period in NYS was considerably colder
(average daily HDD of 60) than the second period (average HDD of 42.). The measurement
period in WA was significantly milder (average HDD of 21) than both of the monitoring periods
mm NYS.

Previous U.S studies from the 1980’s required the homeowner to keep records on loading and
piece size; however, those studies may have impacted homeowner use patters. To minimize
influence on use patterns, homeowners were not asked to record fueling or operational use
during the monitoring periods. The study used an approach used by the BeReal firewood project
which used stack conditions to assess homeowner behavior. (Wohler and Pelz, 2017) Instead,

operational patterns of the studied OWWHs and IWSs were inferred from measurements of stack
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wall temperatures. Type K thermocouples with &1 °C accuracy were attached to the outside of
the stack walls of the appliances. Temperatures were recorded every 5 minutes using
Measurement Computing model USB-501-TC thermocouple data loggers, as shown in Figure S-
1. Once loggers were installed, data were collected without involvement of the research team,
minimizing any effect of the data loggers on user behavior. Due to design differences, it was not
possible to install thermocouples in exactly the same position on all appliances. However, to
provide consistency in the data analysis, the temperature time series data for each OWHH and
IWS were normalized by dividing those temperatures by the maximum temperature measured for
that appliance.

Examples of recorded IWS and OWHH stack wall temperatures and outdoor temperatures are

shown in Figure 1.

<Insert Figure 1 here>

Based on a priori knowledge of the operation of IWSs and OWHHs, laboratory observations, and
expert consultations, we developed algorithms to identify operational modes and events from the
stack wall data. A general discussion of the algorithm development procedures is presented here.
A more detailed discussion is available in the Supplementary Material. The purpose of this study
was to assess user behavior without impacting homeowner use, therefore this study did not ask
homeowners to record fueling information. Events such as loading small amounts of fuel or
change in appliance settings cannot be determined from analyzing the stack temperature data set.

We can assess when events occur but cannot assess which discrete actions were taken.

Outdoor Wood Hydronic Heaters (OWHHs)

Box plots of the measured temperature of the OWHHs stack walls (Figure S-2), descriptive
statistics of the measurements (Table S-1), and histograms of the normalized temperature (Figure
S-3) demonstrate differing usage patterns. Depending on ambient conditions, an OWHHs can
take up to several days to burn a full fuel load. In the stack wall temperature time series data, we
were able to identify when a unit was loaded with new wood, but not how much wood was
loaded into the appliance. Temperature patterns corresponding to specific OWHH operations

were defined as follows.
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At all times, the boiler is either heating the system water (in-use), or it is not (not-in-use). In-use
and not-in-use modes are readily distinguishable in the temperature time series. When the boiler
is in the in-use mode, the stack temperature fluctuates considerably, while in the not-in-use mode
it remains flat. These usage modes are shown in Figure 2. The first pattern shows the semi-
regular cycling of temperature due to the operation of the automatic air damper. A thermostat
inside the building controls the call for heat by adjusting the pumps circulating hot water from
the water jacket that surrounds the burner. An aquastat maintains the water temperature between
set ranges. When the water temperature falls below the set range, an air damper opens, igniting
the fire. The damper stays open until the temperature of the water jacket reaches the upper-
temperature range. The aquastat controls lead to cyclical variations of temperatures in the boiler
firebox and stack.

<Insert Figure 2 here>

The second pattern of temperature change shown in Figure 2 occurs when the OWHH is loaded
with a wood fuel charge. When fuel is added to the appliance, the stack temperature fluctuates
irregularly for several minutes and then rises rapidly. The outside location of the boiler increases
the cooldown speed, and the boiler cools down completely within 16-24 hours of non-use. The
loading event immediately after this period is called a "cold start." Other loading events are
called "warm starts" because they occur when the boiler is either in-use or, if not-in-use, 1s still
warm. Both cold and warm starts are important for evaluating emissions under different start-up
conditions. While operating, temperature fluctuations occur almost every hour in a cyclic pattern,
due to the air damper opening and closing, as discussed above. With loading, however,
temperature rise occurs only upon that event, without a specific temporal pattern.

A classification algorithm was developed to identify OWHH use patterns and events from the
stack wall temperature data. First, in-use and not-in-use modes were separated based on the
standard deviation of temperature. At each data point 7, the standard deviation of the normalized
temperature, t; , is calculated, SDy(;), using a centered moving window of 60 minutes (6 time
steps backward and 6 time steps forward). The window size is determined by manually
inspecting the temperature time series, and it is approximately equal to the average period of one
cycle of the OWHH's thermostat function. The point i is classified as not-in-use if either of the

following criteria is satisfied:
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CI-1: temperature at point i is less than the 5™ percentile of the stack temperature

distribution (t; < Py 45(t))

C1-2: The standard deviation of the temperature, SDy(;), 1s less than the 10" percentile of

the standard deviation distribution of the entire time series (SDy(;) < Py 1(SDy)
If none of these criteria is met, the point is classified as in-use. Based on the operation of the
boiler, it 1s assumed that a continuous not-in-use period is greater than 10 hours. Therefore, after
finishing the first round of classification, the algorithm would turn all not-in-use points that make
a contiguous region less than 10 hours into in-use points. Also, to avoid noise and random
temperature fluctuations when the boiler is not-in-use, all in-use periods must be at least 60
minutes long (12-time steps).
After finalizing the classification of all data points, cold and warm starts were identified by
calculating the time between two consecutive in-use periods. If the periods were more than 24
hours apart, the boiler has been not in use for more than 24 hours, and the next start of
combustion (i.e., beginning of the next in-use period) was marked as a cold start. If the gap was
less than 24 hours, the next start was marked as a warm start.
Re-loads, which occur when the boiler is in the in-use mode and the user adds wood to the active
fire, are another type of warm start event. We developed an algorithm that identified re-load
warm start events using a first-order differencing method. We also developed an algorithm to
identify and count cycles caused by the air damper automatic activation, based on the ratio of
maximum to minimum temperature in the thirty minutes around every in-use point. A detailed
explanation of the algorithms is available in the Supplementary Materials for this paper. Figure 3

shows a sample of the OWHH cycle-identification algorithm output.
<Insert Figure 3 here>

Indoor Wood Stoves (IWSs)

As with OWHHs, IWSs are always either providing heat (in-use) or not (not-in-use). However,
unlike OWHHs, IWSs are manually controlled. IWSs can be reloaded or an air adjustment can
be made in response to the operator’s needs. The functional and operational differences between

OWHHs and IWSs lead to more irregular temperature profiles in the IWSs, as it is shown in the
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box plots, histograms, and descriptive statistics provided in the Supplementary Material (Figures
S-5 and S-6, and Table S-2).

Periods of IWS in-use and not-in-use could be identified in the temperature data. In addition, we
were able to separate the in-use periods into times when the fire was actively managed by the
operator (referred to as the “active” mode) and times that it was not (the “inactive” mode).
During the active mode, the operator may add fuel, change appliance air settings, or
manipulate/adjust the fuel. The stove temperature may cycle up and down considerably during
active mode periods. When the IWS is in the inactive mode, the stack temperature is above
ambient temperature and theoretically still providing heat. However, the operator is not actively
engaging with the fire or appliance. An example of inactive mode is when the user loads the
stove and goes to bed or work. In these instances, the IWS may continue to provide heat for a
period of greater than 4-6 hours, but the temperature trend is downward.

If the mactive mode extends to more than 10 hours, it can be assumed that stove is no longer
generating useful heat energy. We define this as the “not-in-use” mode. The mode that an IWS is
i when the fire is re-started affects the emissions associated with the start event. If the IWS
maintains some coals or internal heat from the previous operational period, re-starting the
appliance may be faster and have lower emissions. Figure 4 shows use pattern and events as

represented in IWS stack temperature data.

<Insert Figure 4 here>

Another classification algorithm was developed which utilized a first-order differencing method
to identify active and inactive operational modes. We defined the inactive period as beginning
when no significant fluctuations of the stack temperature (i.e., activity) had occurred for more
than 4 hours. During the inactive mode, the overall temperature trend is downward, but there
may be noise or random fluctuations. To avoid misclassification of the noisy data as active
points, we assumed that all active periods must be at least 30 minutes long.

When the Iength of an inactive period exceeds 10 hours, the period is marked as a not-in-use.
When the time from the last active period was greater than 10 hours but less than 24 hours, the
next reloading event was considered a ‘warm start.” If the period exceeded 24 hours, it was

assumed that the stove temperature was equal to the room temperature and, therefore, the next
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re-start would be a ‘cold start.” A detailed discussion of the derivation of this algorithm is
included in the Supplementary Materials. Temperature timeseries from any stove that were used
for measurement in 2015 and 2016 periods (see Table 2), were analyzed independent of each
other. Because those five stoves didn’t change between the first and the second period, analyzing
each period separately made it possible to compare year-to-year variations due to other factors.
An algorithm was developed utilizing a first-order differencing method to identify active and
inactive operational modes. The algorithm identifies inactive periods and is partially reliant on
the manual tuning of if-then logic, but generalized in light of its inclusion of parameters from the

sample distribution for each time series. The first derivative of the temperature time series, f'(t)

tipr

is approximated through f'(t) =~ tg; = , where t; is the normalized stack temperature at

time step i, and T is the 5 minute data acquisition time step. In the next step, the standard
deviation, SD¢q(;), of the first order derivative time series, t4, 1s calculated with one hour
window size forward (12 time steps). The classification of data points starts as follows: if
temperature is less than the 10™ percentile of the temperature distribution (t; < Py (1)) it is

classified as inactive. Otherwise, the following criteria are checked:

C2-1: The first derivative of the temperature, t,; is in the range of the 95" percentile and the
1* percentile of the t, distribution: Py o1 (t4) < tg; < Pyoes(ty). This condition is to check
that temperature t; is not increasing suddenly nor decreasing abruptly, which are

characteristics of active mode.

(2-2: The standard deviation of the first derivative SD; is less than the 50™ percentile the
standard deviation distribution: SD; < Py 5(SD). This step checks that temperature
fluctuations are low enough so that the point can be considered to belong to an inactive

period

Initially, if both C2-1 and C2-2 are met, the point { is classified as inactive, otherwise, it would
be classified as active. We defined an inactive period as a period with no significant fluctuations
of the stack temperate (i.e., activity) for more than 4 hours. During inactive mode, the overall
temperature trend is downward, but there may be noise or random fluctuations. To avoid
misclassification of the noisy data as active points, we assumed all active periods must be at least

30 minutes (6 time steps). Therefore, after finishing the initial classification, the algorithm would
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turn all active points that make a contiguous region less than 30 minutes into inactive points.

Finally, the length of the inactive periods is used to count and classify the re-load events. When
the length of an inactive period exceeds 10 hours, it is marked as a not-in-use period. If the gap
between two consecutive active periods is less than 24 hours, the next start of the fire is marked

as a warm start, otherwise it counts as a cold start.

RESULTS AND DISCUSSION

Outdoor Wood Hydronic Heaters (OWHHs)

For each OWHH unit, the percentage of time in the in-use mode and the number of cold and
warm starts in the fall (November-December) and winter (January-February) months are shown
in Table 3. As noted in that table, the average HDD for the days that data were logged for each
OWHH was considerably higher in the winter (43.9-44.8) than in the fall (26.3-28.7). OWHH1
was monitored only in the fall season. In the winter season, the three monitored units were in use
continuously or almost continuously. (OWHHI1 and OWHH2 were in the in-use mode 100% of
the time and OWHH4 94.6% of the time during the winter monitoring period, and the users of all
three of these units re-loaded their boilers every 1.5 days.

OWHHI1 and OWHH4 are the same model and make and have the same fire-box volume and
output power rating (see Table 1). As discussed above, both units were in near-continuous use
during the winter months. However, the in-use patterns of those two units differed in the fall,

with OWHHI11in use during 100% and OWHH4 only 50% of that monitoring period.

<Insert Table 3 here>

Further study of the temperature profiles of OWHH4 revealed that OWHH4 was not in operation
during four multi-day periods in November and December, including three periods of
approximately 10 days in length (see Figure S-4 in the Supplementary Materials). This may
indicate that the residents were not at home to use the boiler during those periods. If the extended
not-in-use periods are removed from the timeseries, the fuel reloading patterns become more
similar. For instance, between January 2°4 and February 1 1™ when both boilers were in use all

the time, OWHH1 had 40 warm starts and OWHH4 had 41.
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However, the cycling frequencies of those two units were very different. In the January 2™ to
February 117 period, OWHH4 cycled an average of 22 times per day, while OWHHI cycled 12
times a day. Since the outdoor temperature and OWHH model was the same for both locations,
the cycling frequency difference may be caused by differences in transmission heat losses or in
the heat demand of the building. Transmission heat loss is affected by the distance between the
boiler and the building it is heating and by how well the transmission pipes are insulated. The
heat demand of a building is affected by the size of the space that is being heated and by
msulation of the building. We do not have sufficient information to document whether one or
both of these factors is responsible for the observed difference in the cycling frequency of
OWHHI1 and 4. However, it is important that future testing protocols take into account the
observation that widely divergent cycling frequencies can occur, even when equipment is
operating under the same re-loading and ambient temperature conditions.

For all of the OWHHs studied, the number of warm starts per week were higher during the
winter, when the outdoor temperatures were colder, than in the fall months. To further explore
the effect of environmental conditions on OWHH usage patterns, the weekly heating degree days
(HDD), calculated as the sum of daily HDDs, were regressed against the number of identified
warm starts for each unit. Figure 5 shows a positive and statistically significant correlation
between HDD and the number of warm starts for each unit with a p-value < 0.01. This was
expected, because, on days with a higher HDD, more energy is needed to keep the building

warm.
<Insert Figure 5 here>

Thermostatic cycling patterns varied between OWHHs, but, for each unit, there was a significant
and robust correlation between daily HDD and the number of thermostatic cycles, as shown in
Figure 6. As the heat demand increases, the boiler cycles more frequently to provide energy. In
OWHHI, OWHH2, and OWHH3, the average and median number of cycles per day was 11. In
those three boilers the number of cycles increased by 0.13-0.24 for each unit increase in the
HDD. OWHH4’s cycling pattern was considerably different. The average and median number of
the cycles in OWHH4 were 18.6 and 18, respectively, and for a one unit increase in the HDD,

the number of cycles increased by 0.35 units. As discussed above, the comparison of boilers
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OWHH1 and OWHH4 shows that a high variability in cycling patterns can occur in the same

model boiler under the same weather conditions.

<Insert Figure 6 here>

Stack wall temperatures were logged for 11 NYS IWSs and 9 WA IWS during the 2015 heating
season. This afforded us the opportunity to evaluate IWS usage patterns in two regions with
different climate conditions. In addition, monitoring was conducted for 5 of the NYS IWS units
during the following heating season (2016), allowing for a more in depth analysis of usage
patterns over time. Details about the monthly usage patterns for each IWS, including the fraction
of time in the active, inactive and not in-use modes; number of warm and cold starts; and the
length of continuous active mode periods are documented in the Supplementary Materials
(Tables S-3 through S-9).

Figure 7 shows the overall usage patterns (fraction of time in active, inactive and not-in-use
modes) of each of the IWSs studied. Profiles for the 2015 and 2016 heating seasons are shown
separately for the five stoves that were monitored in both of those periods. A wide range of usage
patterns were observed. For the analysis, stoves were divided into two groups based on usage:
IWSs that were in the not-in-use mode for less than 15% of the measurement period were
classified as “high use” stoves and the remaining units as “low use” devices. Using that criterion,
five stoves (seven stove-years) were classified as high use IWSs, as shown in Figure 6. Only one
of the high use IWS was located in WA; however, that stove, W1, exhibited the highest fraction

of active use of all of the stoves.

<Insert Figure 7 here>

Figure S-7 compares the year-to-year usage patterns for the five NYS IWS units which were
monitored during both the 2015 and 2016 heating seasons. The stoves ranked in the same order
of high to low usage in both periods. However, the in-use fraction of all of the stoves was lower
in the 2016 heating season than in the 2015 heating season. As discussed below, this difference
can be linked, at least in part, to the milder temperatures (lower HDD) observed in the second

heating season, although other factors, including fuel oil prices, may also have played a role in
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the decreased operation of the IWS units in the second heating season. Note that data were
logged for a longer period in the 2016 than in the 2015 heating season. A more detailed analyses
of these data is presented below.

ANl NYS and WA IWSs were monitored throughout the month of February 2015. NYS was
considerably colder that month (total monthly HDD of 1653) than WA (861 HDD). Figure 8
shows the fraction of time that the NYS and WA stoves were in the active and not-in-use modes
that month. The NYS stoves spent considerably less time in the not-in-use mode than the WA
stoves, as would be expected, given the ambient temperature difference. The median fraction of
not-in-use time for the NYS IWS in February 2015 was 14%, as compared to 56% for the WA
stoves. Conversely, the median fraction of time in the active mode was considerably higher for
the NYS stoves (60%) than for the WA stoves (34%). Note, however, that a wide range of usage
patterns were observed among the stoves in each region; the in-use percentage for the NYS IWS
ranged from 31-96% that month, while the WA units were in-use between 6 and 92% of that

period.

<Insert Figure 8 here>

Figure 8 also shows the distribution of the number of cold and warm starts during February 2015
for the IWSs in NYS and WA. On average, the NYS IWSs had more warm starts and fewer cold
starts than the WA stoves, which is expected, since the NYS stoves were more often in-use.
However, a wide range of frequencies of both warm starts and cold starts was observed in both
states. Three of the high-use IWSs in NYS and the one WA high-use IWS experienced no cold
starts that month. IWS N4, a low-use NYS stove, recorded the highest number of cold starts, an
average of 1.65 per week, that month. IWSs in NYS recorded a range of 16-36 (mean 26) warm
starts that month, while that range was 1.6 — 22 (mean 14) for the WA IWSs.

Note that the methodology used in our study cannot identify fuel reloads that occur when the fire
in the stove is still actively burning. Therefore, the number of warm and cold starts that we
documented underestimated the actual number of refueling events for IWSs that are refueled
while the flame is still active. A study by Wohler et al. (2016) suggests that this underestimation
may be significant. In that study, 45% of the wood stove users surveyed said that they refilled

their stoves when fuel was still strongly burning or small flames were visible.
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The distributions of the number of warm start events per day for high and low use ISWs are
shown in Figure 9. As expected, more warm starts were observed in the high-use than in the low-
use stoves. High-use stoves had a median of 1.0 warm start event per day, as compared to 0.7 for
the low-use IWS. Since, as discussed above, the number of warm starts does not capture
refueling events that occur during periods of active management, this finding is consistent with
the findings of the Wohler et al. (2016) survey-based study, which determined that the majority
of firewood stove users in Europe refilled their stoves 2-5 times a day during high use seasons

and 0-1 times per day during low use periods.

<Insert Figure 9 here>

As discussed in the Methodology section, the classification of the fuel loading events captured
by our methodology as “warm starts” or “cold starts” was based on the duration of time between
two consecutive active periods. Warm starts generally occur when the stove is the inactive mode,
and cold starts when the stove is inactive or not-in-use. As shown in Figure 10, we saw a
relatively strong and significant linear correlation, with a p-value < 0.01, between the portion of
time that a stove was in the inactive mode and the frequency of warm starts for both high and
low-use IWS.

The number of cold start events observed was inversely correlated with the portion of the time
that a stove was in the inactive mode but, as shown in Figure 10, that relationship was weaker
than with warm starts ( p-value < 0.1). The number of cold start events did not significantly
correlate with the portion of time in the not-in-use mode. Note that a cold start would occur only

once after a period of not in-use, but the length of non-use periods varied widely.

<Insert Figure 10 here>

A regression analysis was performed to determine the relationship between ambient temperature,
as represented by HDD, and the number of observed warm and cold start events. As shown in
Figure 11, we saw a significant (p<0.01) positive correlation between HDD and warm start
events for low-use, but not for high-use IWSs. It is possible that we would have seen a

correlation between those variables in high-use IWSs also if we were able to capture refueling
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events that occurred when the stoves were in active use. There was no significant relationship
between the weekly HDD and the number of cold starts in either of the use categories.
Correlation analyses were repeated with other weather parameters, such as daily average and

minimum outside temperatures. None of the usage parameters correlated with usage parameters

<Insert Figure 11 here>

Indoor Wood Stoves (IWSs)

Figure 9 also shows the distribution of the average durations of continuous active mode periods
for high and low use ISWs. The length of the active modes for the high-use stoves (median 17
hours) was considerably higher than for the low-use units (12 hours). Note, however, that wide
ranges in active mode lengths were recorded for stoves in both the low-use (1.5 — 51 hours) and
high-use (1.5 — 134 hours) categories. While it makes intuitive sense that the length of
continuous time that an IWS was maintained in the active mode may be influenced by the
outside temperature, there was no clear relationship between HDD and this variable. The longest
continuous period of active operation, 134 hours (5.6 days) was recorded by the high-use WA
stove in February 2015. As shown in Figure 12, the duration of a stove’s active mode periods
correlated well with the percentage of time that the stove was in the active mode for both high-

use and low-use stoves.

<Insert Figure 12 here>

Intertemporal spacing of active periods is an indicator patterns of management of the IWS units.
An analysis of this variable determined that the probability that a stove was not active for a
relative short period (less than 5-6 hours) was similarly high for almost all devices, regardless of
their long-term usage patterns. However, the likelihood of observing longer gaps between two
consecutive active periods is noticeably different for high and low use units. There is only a 2%
probability that a high-use stoves would not be active for a period of 24 hours, while that
probability for low use stoves 1s 12%. A more detailed explanation of this analysis is available in

the Supplementary Materials (Figure S-8).
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The monitoring of five of the NYS IWS for a total of six months over two heating seasons
provided us with an additional opportunity to explore IWS usage patterns and factors that may
affect those patterns. Table 4 shows year-to-year comparison of the usage patterns of five stoves.
The relationship between usage of those five IWSs and temperature was evaluated by regressing
the percentage of time that each stove was in-use for each of the six months that data were
logged against monthly HDD. As shown in Figure S-9, stoves N5 and N10 were in high-use in
all months, an indication that those stoves are used as a significant source of heat in those
residences. N1 and N8, which showed a more variable usage pattern that correlated more
strongly with HDD, were likely used as a supplemental heat source, particularly in colder

periods.

<Insert Table 4 here>

As discussed above and shown in Figure 7 and 8, although the ranking of the five stoves by in-
use percentage was the same for both heating seasons, all stoves were in-use for a lower
percentage of time in the 2016 heating season than in the 2015 season. The higher HDD
associated with the colder temperatures in the 2015 heating season monitoring period can
partially explain this difference. However, additional factors must also be considered.

In St. Lawrence County, where stoves 1, 8, 9, and 10 were located, utility gas and fuel o1l are the
most common house heating fuels (NYSERDA 2019). The average price of utility gas in NYS
was about 3% higher in the 2016 study period than in the 2015 period, rising from an average of
10.1 $/MCF in the 2015 heating season to 10.4 $/MCF in the 2016 period. However, the average
price of No. 2 residential heating oil moved strongly in the opposite direction, decreasing from
an average of $3.21/gallon during the 2014-15 heating season to $2.46/gallon in the 2015-16
heating season (EIA 2019a). Although data obtained from homeowner in the study did not
include primary fuel use, there is limited access to natural gas in the study area, so home heating
oil is the typical fuel. Although the effect cannot be quantified, it is likely that the considerably
lower price of oil in the second heating season may have contributed to reduced woodburning in
that season.

Note that, although use of all five of those NYS IWSs seem to have been affected by some

combination of lower HDD and lower fuel oil prices in the 2016 heating season, the usage
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patterns of those units are very different from each other. This suggests that usage of each IWS
was affected by both external factors (e.g. heat demand and fuel prices) and by factors that are
individual to the household that it heats. The same model of stove may be subject to a wide
variety of usage patterns, depending on the region in which it is deployed, ambient temperatures
and fuel prices during a heating season, whether it is being used as a significant source of
household heat, and the behavior of the owner. Emissions testing protocols should, to the extent
possible, represent the range of operating conditions that the stove may encounter.

To further investigate the variability of IWS usage patterns, a weekday/weekend analysis was
performed. Table 5 shows the weekday-weekend patterns in NYS and WA. In the NYS stoves,
the share of the in-use mode increased over the weekends, while it decreased in the WA stoves.
For the NYS stoves, appliances in the ‘high use’ category showed a considerably larger increase
in time 1n the in-use mode during the weekend than the ‘low use’ devices. This behavior is
consistent with the assumption that the users of the high use stoves rely more on their stoves for
home heating, and therefore, would use them more when they are home on weekends. The
results of weekday-weekend analysis of the NYS stoves in this research are consistent with a
previous study by Wang et. al. (2011) which measured ambient residential wood combustion
particles in Rochester, NY. The winter diurnal pattern of PM2.5 in that study showed an evening
peak that was particularly enhanced on weekends. However, this does not explain why stove

users in WA decreased their usage during weekends.

<Insert Table 5 here>

Based on the in-home usage patterns of the IWS and OWHHSs in this study, it is clear that the
current certification testing methodology, which uses steady-state conditions, does not reflect in-
use practices. In the home, thermostatically controlled appliances display cyclic on/off
operations in response to heating calls. OWHHs fire in a full-output mode for an extended
period, but once the thermostat is satisfied, the burner will shut off. We documented that, when
heat demand is higher, the frequency of the OWHH boiler automatic cycling and the number of
warm starts 1s higher. Therefore, the current certification testing methodology, which does not
require appliance cycling to simulate varying heat demands, is not reflective of real-life use. In

addition, OWHH loading patterns vary according to homeowner preference, and those patterns
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are also not reflected in the current testing methodology, which is based on the burn of a full fuel
load.

HDD is correlated with overall use of IWS units and, for lower-use stoves, with the number of
warm starts that the stove experiences. The warmer temperatures (lower HDD) in WA largely
explains fact that all but one of the units monitored in that state were in the low-use category.
HDD differences, along with a drop in the price of fuel oil, likely contributed to the reduced use
of NYS stoves in the 2016 heating season, as compared to 2015.

However, those factors do not explain the wide variation between the usage patterns of the stoves
studied. In February 2015, when all WA and NY stoves were monitored, the one high-use WA
stove had a higher percentage of time in active use and the longest period of continue active of
any of the stoves, despite the fact that the HDD was more approximately 2.5 times higher in
NYS than in WA during that period. The five NYS stoves that were monitored over two heating
seasons all showed some decrease use in the second, warmer year; however, those stoves
reflected a wide range of use patterns. It is essential that testing procedures be developed that
represent the full range of operation.

The impact of start-up events is critical parameter in characterizing in-field performance.
Laboratory studies have identified two key periods as driving emissions performance, start-ups
and large loads and low air settings (typical use pattern for overnight burns) (EPA 2012). Warm
starts occurred in the stoves in our study up to eleven times per week and cold starts up to seven
times per month. Neither these start-up events nor the large load/low air settings typical of
overnight use are included in current IWS certification test protocols.

The methodology of this research is a novel approach to understand and quantify usage patterns
without influencing user behavior. The results from this study, along with the conduct of similar
studies in other regions, usage surveys, and emission testing evaluations, can be used to design
certification testing methodology that is representative of the range of likely operating conditions
in the field. This work is essential, given the disproportionate impact of residential wood burning

on air quality.

CONCLUSION
Compared to OWHHs, the usage pattern variability of the IWSs is higher and the dependency on

environmental conditions is weaker. In summary, the current certification testing practice of
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burning a single fuel configuration at one heat setting for the entire fuel load, with no start-up or
reloading events, does not reflect the usage patterns identified in this study. The observed in-
home usage patterns are highly variable, and this variability persists regardless of the device’s
location or type. In recognition of this observation, current steady-state testing should be
replaced with a test method that incorporates a variety of burn conditions and fuel load
configurations that mimics the variable operating patterns. This would reflect more realistic real-
life performance values during certification testing. This would be a departure from current

certification practice, but would better reflect device performance in actual home use.
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TABLES

Table 1. Descriptions of the outdoor wood boilers used in this study.

Logger Village/City Nominal Output W%f)lilfli‘lceket si)lifll:::z Data logging period
1D kw (kBTU/hr) liter (gal) liter (f€)
OWHH]  Potsdam 586 (200) 757 (200) 4248 (15) (llllé’; il f’mfg )6
OWHH2 Morristown  73.3 (250) 1287 (340) 667 (23.6) (11}3‘ 171510 2- nlg?l 6
owHH3 THEBOR | s5q o) 908 (240) 31153 110815 to 121115
OWHH4 Potsdam  58.6 (200) 757 (200) 4248 (15) 10-31-15 to 2-11-16

Table 2. Descriptions of the indoor wood stoves (IWSs) used in the study.

Logger ID  City/Village Vﬁ‘%l?ﬁggll;;g;“ Flrelli)t(:; :;231)‘1 M€ pata logging period
NI (15) . 114151032 15
NI (16) Canton 234 (3y 90.61(3.2) 1916.15 10 4.7.16
N2 (15) Potsdam 18.7 (63.7) 65.1 (2.3) 1-17-15 to 2-16-15
NA(15) Potsdain 35.2(120) 1133 4y 1:22.15 10 2:27.15
N4 (15) Canton N/A N/A 1-17-15 to 2-26-15
N5 (15) 117-15102-27 15
N5 (16) Polsdam 234 (3y 90.61(3.2) 191515 10 32016
N6 (15) Hermon 14.7 (50) N/A 1-14-15 to 2-26-15
N7 (15) Colton N/A N/A 1-18-15 10 2-26-15
N8 (15) o 1-18-15 to 2-26-15
N8 (16) Potsdam 14.7 (50) 56.6(2) 9-17-15 to 4-5-16
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N9 (15) 1=17-1510 2-26-15

NO (16) Polsdam l6l(55.1) NA 191915 16 3.19.16
N10 (15) N 1-17-15 to 2-27-15
N1O(1gy  otdam N/A NA 12-15-15 to 3-22-16
NI1(15)  Osdensburp N/A N/A 1171510 2.26.15
W1 (15) Greenacres N/A N/A 1-26-15 to 4-27-15
W2 (15) Spokane 106 (36) 339 (12 19615042715
W3 (15) Spokane 14.7 (50) 56.6 (2) 1-26-15 to 4-27-15
Wd (15) Spokanc N/A NiA 1:26-15104.27 18
W5 (15) Spokane 19 (65) 56.6 (2) 1-26-15 to 4-27-15
W6 (15) Spokane N/A N/A 1.26.15 t0 42715
W7 (15) Spokane N/A N/A 1-26-15 to 4-27-15
WS (15) ?;k“gm“ NIA NIA 1.26.15t04.27.15
. Otis ;
WO (15) Orehards N/A N/A 1-26-15 to 4-27-15

Table 3. Usage pattern of the studied OWHHs

L Daily Number of o of Ti Number Number of Warm
OIgI,)ger Season  Average Data Logging oIz-Usl::ne of Cold Warm Starts/Reloads
HDD Days Starts Start/Reloads per Week
ownmy 26.3 38 100 0 14 2.6
winter 44.8 43 100 0 31 5.0
O Bl 287 43 97.0 2 17 28
winter 44 8 33 100 0 22 47
OWHH3  fall 28.0 32 100 0 22 4.8
. al 264 61 502 4 15 17
winter 410 42 94.6 2 28 47

Table 4. Average usage patterns of the stoves in NYS with two years of measurement

Warm Starts per

Active Inactive Not in Use Cold Starts per Week
Week
Heating
Season 2014-15  2015-16  2014-15  2015-16  2014-15  2015-16  2014-15  2015-16 2014-15 2015-16
N5 0.78 0.74 0.20 0.21 0.02 0.05 5.54 6.19 0.12 0.18
N10 0.74 0.70 0.22 023 0.03 0.07 6.78 7.15 0.13 0.00
N9 0.69 0.55 0.24 023 0.07 0.23 6.86 7.60 0.14 0.38
N1 0.54 0.39 022 0.12 0.24 0.49 7.36 5.06 0.12 0.71
N8 0.44 0.30 0.13 0.04 0.43 0.66 6.05 4.16 0.78 1.07

Table 5. Weekday/Weekend analysis of IWS in-use modes
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% of the In-Use mode

State Use Category  Weekday Weekend Change
NY High 71.6% 78.6% 9.4%
Low 45.9% 47.0% 2.4%
WA High 85.6% 84.6% -1.1%
Low 12.7% 10.6% -17.9%

FIGURE CAPTIONS

Examples of recorded IWS and OWHH stack wall and outside temperature time series.

Typical OWHH stack temperature profile.

An example of the result from the OWHH cycle-identification algorithm.

Typical IWS stack temperature profile with active and inactive operating modes

Correlations between weekly heating degree days and number of identified warm starts in

OWHHs.

Correlations between the daily number of boilers cycles and heating degree days.

The overall fraction of usage modes for IWSs.

Comparison of usage patterns of NYS and WA stoves in February 2015.

Ranges of warm start event frequency and continuous active mode duration for IWSs.

0. Relationship between the share of inactive and not-in-use modes with warm and cold
starts.

11. Relationship between the weekly sum of heating degree days and frequency of warm start

events.
12. Correlation between the share of active mode and the mean duration of continuous active
periods.
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Figure 1. Examples of recorded IWS and OWHH stack wall and outside temperature time series.
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Figure 2. Typical OWHH stack temperature profile.
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Supplementary Materials
Description of the Classification Algorithm Developed for Outdoor Wood Hydronic Heater
(OWHHs) Stack Temperature Data
An algorithm was developed to classify OWHH use patterns and events. First, in-use and not-in-
use modes are separated based on the standard deviation of temperature. At each data point 7, the
standard deviation of the normalized temperature, t; , is calculated, SD,(;), using a centered
moving window of 60 minutes (6 timesteps backward and 6 timesteps forward). The window
size 1s determined by manually inspecting the temperature time series, and it i1s approximately
equal to the average period of one cycle of the OWHH's thermostat function. The point i is
classified as not-in-use if either of the following criteria is satisfied:
C1-1: temperature at point i is less than the 5™ percentile of the stack temperature
distribution (t; < Py 45(t))
C'1-2: The standard deviation of the temperature, SDy(;), is less than the 10™ percentile of
the standard deviation distribution of the entire time series (SDy(;) < Py 1(SD¢)
If none of these criteria is met, the point is classified as in-use. Based on the operation of the
boiler, it 1s assumed that a continuous not-in-use period is greater than 10 hours. Therefore, after
finishing the first round of classification, the algorithm would turn all not-in-use points that make
a contiguous region less than 10 hours into in-use points. Also, to avoid noise and random
temperature fluctuations when the boiler is not-in-use, all in-use periods must be at least 60
minutes long (12 timesteps).
After finalizing the classification of all data points, identifying cold starts is done by calculating
the time between two consecutive in-use periods. If they are more than 24 hours apart, it means
the boiler has been not in use for more than 24 hours, and therefore, the next start of the
combustion (i.e., beginning of the next in-use period) is marked as a cold start. However, if the
gap 1s less than 24 hours, it would be marked as a warm start. Re-loads also constitute another
type of warm start event, which happens when the boiler is in the in-use mode and the user adds
wood to the active fire. For identifying those warm start events, another algorithm was developed
utilizing a first-order differencing method. The first derivative of the temperature time series,

biyq

f'(t) approximated through f'(t) = ty; = T—t‘ where t; is the normalized stack temperature

at timestep i, and 7 is the 5-minute data acquisition timestep. If the temperature at timestep { is

higher than the 95™ percentile of the stack temperature distribution (P o5(t) < t;) and its first-
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" percentile of the derivative distribution (P 9(ty) < ta;),

order derivative is higher than the 99
then it 1s labeled as a warm start. These two criteria are set to check both sudden temperature rise
and absolute temperature.

Another algorithm was developed to identify and count cycles caused by the air damper
automatic activation. First, a window of 30 minutes (3 timesteps backward and 3 timesteps
forward) was established around each in-use point i. Within this window, the ratio of the
maximum to the minimum temperature (i.e., peak-to-valley ratio) was calculated. This
calculation was repeated for all in-use data points. If the peak-to-valley ratio at point { was

higher than the 10™ percentile all peak-to-valley ratios, that window is marked as one complete

cycle.

Description of the Classification Algorithm Developed for Indoor Wood Stoves (IWSs)
Stack Temperature Data

The developed algorithm classifies inactive periods and is partially reliant on the manual tuning
of if-then logic, but generalized in light of its inclusion of parameters from the sample

distribution for each time series. The first derivative of the temperature time series, f'(t) is

bipyi—t;

approximated through f'(t) =~ ty; = , where t; is the normalized stack temperature at
timestep i, and 7 1s the 5 minute data acquisition timestep. In the next step, the standard
deviation, SD¢q(;), of the first order derivative time series, t4, 1s calculated with one hour
window size forward (12 timesteps). The classification of data points starts as follows: if

temperature is less than the 10 percentile of the temperature distribution (t; < Py, (t)) it is

classified as inactive. Otherwise, the following criteria are checked:

C2-1: The first derivative of the temperature, t,; is in the range of the 95™ percentile and the
1* percentile of the ty distribution: Py o (tg) < tg; < Pyos(ty). This condition is to check
that temperature ¢; is not increasing suddenly nor decreasing abruptly, which are

characteristics of active mode.

(2-2: The standard deviation of the first derivative SD; is less than the 50" percentile the
standard deviation distribution: SD; < Py 5(SD). This step checks that temperature
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fluctuations are low enough so that the point can be considered to belong to an inactive

period

Initially, if both C2-1 and C2-2 are met, the point { is classified as inactive, otherwise, it would
be classified as active. We defined an inactive period as a period with no significant fluctuations
of the stack temperate (i.e., activity) for more than 4 hours. During inactive mode, the overall
temperature trend is downward, but there may be noise or random fluctuations. To avoid
misclassification of the noisy data as active points, we assumed all active periods must be at least
30 minutes (6 timesteps). Therefore, after finishing the initial classification, the algorithm would
turn all active points that make a contiguous region less than 30 minutes into inactive points.
Finally, the length of the inactive periods is used to count and classify the re-load events. When
the length of an inactive period exceeds 10 hours, it is marked as a not-in-use period. If the gap
between two consecutive active periods is less than 24 hours, the next start of the fire 1s marked

as a warm start, otherwise it counts as a cold start.

Table S-1. Descriptive statistics of the temperature time series of OWHHs. (n is the number of
data points, and all values are in degree Celsius)

Percentiles

Logger I} Season n Sh 0™ 25" 75" oph  ogh Min Max Mean Median SD
OWHHI winter 24665 24 31 40 126 194 225 0 517 90 62 120
OWII Fall 12799 30 34 40 90 138 141 1 548 72 6 75
OWHH? Wauwer 10127 08 31 a0 oo 1Ak 191 2 806 86 66 129
OWHH3 winter 9417 78 80 86 112 225 297 7 451 120 95 122
OWITHA all 17760 4 8 18 52 70 88 1 470 37 31 a2
OWHH4 Winter 11895 17 146 35 82 15 137 2 359 72 63 64

Table S-2. Descriptive statistics of the temperature time series of IWSs. (n is the number of data
points, and all values are in degree Celsius)

Percentiles
Logger # n Min Max Mean Median SD
Sth 1 Om 2 Sth 7 Sm 9 Oth 9 Sth
Niis) 1p700. 21 o4 on mn g0 B8 0 110 4 a1 15
Nicis) Aosl0 v b0 o3 a8 58 16 1ag A 21
N2 (15) 16299 20 24 41 74 91 104 15 230 59 58 26
N3 (15 11505 35 a0 s on gs gs s s 59 55 g
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N4.(15) 10386

23 25 31 65 82 9 -5 133 49 43 23
Ne1m avh s 1 g 58 5y gy i e 38 2 99
Ne (g W 4 s e e by gy 6 a8 83 50 o8
N6 (13) 28281 34 40 48 70 83 91 9 146 59 57 17
Ny 19348 18 18 33 a0 s o7 41 ey 49 45 7
N8 (13) 1279 22 26 34 67 82 90 30121 52 50 21
N8 (16) 11375 15 18 28 132 162 178 10 240 83 7756
W s 57038 14 15 17 ss qa0 qg 9 oug 45 21 ae
mde is40 24 38 8 4 aos D 1 oae 1 138 a0
NIOS) 26260 18 20 51 155 185 203 16 318 108 114 61
NIO(I®)  11g18 31 41 55 105 136 152 1 258 82 74 37
B e e e 76 66 36
W1(15) 8499 24 30 47 8 95 104 10 176 64 63 24
.. - . 6 148 50 24 %
W35 oem8 13 18 20 23 24 25 6 104 2 2 6
WddIsE e b s 58 s g 5 s 3 0o
W55 26208 13 16 20 25 92 106 6 199 35 22 30
Moty oes b 13 08 3 sy ks 6 191 09 o
W75 oep7 13 18 20 24 43 S] 7103 25 2 11
WBUS e 3 17 4e s oh gy 6 i oy o
WOUS) 96207 12 14 18 23 25 54 -6 131 23 21 15

Table S-3. Usage pattern of the studied indoor wood stoves during January 2015

s . Continuous Active
Ca:ij;eory Logger #  Active Inactive N{.J;:n St‘z?ll‘zt‘: Il?er Stacl;‘t]sl‘lper M.ode Duration (min) H'Iv)v]e)eﬁer
week week Min Max Mean

N10(15) 76.6% 23.4% 0.0% 72 0.00 225 2385 1071 407

N5 (15) 75.7% 24.3% 0.0% 7.1 0.00 325 2505 1075 402

) N9 (15) 71.6% 28.4% 0.0% 7.7 0.00 175 2640 943 411
High N2 (15) 59.6% 40.4% 0.0% 11.1 0.00 160 1120 543 406
N7 (15) 70.3% 26.3% 3.4% 6.6 0.00 645 2610 1071 406

N11(15) 65.6% 21.6% 12.7% 7.5 0.00 105 2005 880 411

N1(15) 55.6% 20.2% 24.2% 7.6 0.00 175 1115 738 416

N3 (15) 56.0% 13.6% 30.4% 8.3 0.00 205 1155 683 410

Low N6 (15) 43.4% 19.1% 37.5% 7.2 0.40 125 1075 574 406
N&(15) 41.4% 12.1% 46.5% 5.5 1.00 130 1025 640 411

N4 (15) 21.7% 5.0% 73.3% 4.0 1.49 150 850 400 407

Table S-4. Usage pattern of the studied indoor wood stoves during February 2015
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Continuous Active

Use . . Not in Warm . Cold Mode Duration (min) HDD per
Category Logger # Active Inactive Use Starts per Slants per i Mea week
week week Min  Max

N5 (15) 80.6% 15.1% 4.4% 4.0 0.25 520 6760 1919 458
N10(15) 72.0% 21.6% 6.4% 6.3 0.26 140 2430 1098 458
N2 (15) 60.0% 33.3% 6.7% 9.0 0.00 115 2520 671 454

High W1 (15) 80.4% 11.4% 8.2% 3.8 0.00 165 8025 2136 185
N7 (15) 60.7% 26.1% 13.3% 7.4 0.00 205 1135 822 457
N9 (15) 66.1% 20.3% 13.6% 6.1 0.28 275 2690 1054 457
N11(15) 67.6% 18.5% 13.9% 5.8 0.00 95 3795 1168 457
N6 (15) 54.6% 22.7% 22.6% 6.6 0.28 85 1910 800 458
N1(15) 52.9% 23.5% 23.5% 7.1 0.24 120 1075 724 448
W6 (15) 51.7% 19.2% 29.1% 5.0 0.22 120 1915 1007 421
W2 (15) 45.1% 19.5% 35.5% 5.6 021 165 1595 777 187
N3 (15) 44.7% 17.8% 37.5% 7.6 0.26 50 975 574 187
N8 (15) 46.2% 13.8% 40.0% 6.6 0.55 85 1515 654 458

Low W35 (15) 40.0% 9.5% 50.5% 5.0 0.21 535 1125 773 457
W7(15) 36.4% 9.7% 53.9% 52 0.21 160 1065 675 187
W4 (15) 27.5% 12.9% 59.6% 3.1 0.42 110 3080 781 187
N4 (15) 26.6% 4.5% 68.9% 4.1 1.65 145 1010 464 187
W9 (15) 153% 2.0% 82.7% 34 1.29 125 745 325 457
W3 (15) 7.1% 0.0% 92.9% 04 1.25 125 1730 431 187
W8 (15) 4.5% 1.2% 94.3% 0.9 0.85 155 540 268 187

Table S-5. Usage pattern of the studied indoor wood stoves during March 2015

Continuous Active

Use Logger # Active Inactive Not in S tV Vztu“m st C?ld X Mode Duration (min) HDD per
Category gger ctive nactive Use arts per arts per Mea week
v week week Min Max
W2 (15) 17.4% 4.1% 78.5% 2.2 0.00 210 3170 802 129
WE8(15) 2.5% 1.1% 96.5% 0.7 0.12 145 480 294 129
W6 (15) 1.1% 1.1% 97.9% 0.2 0.12 180 410 298 130
W5 (15 1.8% 0.0% 98.2% 04 0.00 110 830 500 129
Low
W7 (13 1.0% 0.0% 99.0% 0.1 0.00 870 870 870 129
W9 (15) 1.0% 0.0% 99.0% 0.2 0.00 120 760 440 130
W3 (15) 0.2% 0.0% 99.8% 0.0 0.12 205 205 205 129
W4 (15) 0.0% 0.0% 100.0% 0.0 0.00 0 0 0 129

Table S-6. Usage pattern of the studied indoor wood stoves during December 2015
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Warm Cold Continuous Active

Use Category  Logger #  Active Inactive Not in Starts per Starts per Mode Duration (min) HDD per
Use . week
week week Min Max  Mean
N3 (16) 76.0% 17.0% 6.9% 4.7 0.43 230 4690 1503 226
High
N10 (16) 66.5% 24.7% 8.7% 8.1 0.00 95 2940 828 226
N9 (16) 57.3% 19.7% 23.0% 6.2 0.57 310 1130 847 241
Low N1 (16) 35.6% 12.1% 52.3% 4.0 0.90 300 1270 728 231
N8 (16) 10.8% 0.0% 89.2% 1.5 1.50 115 565 364 205
Table S-7. Usage pattern of the studied indoor wood stoves during January 2016
Not in Warm Cold Continuou:‘; Activ.e HDD ver
Use Category  Logger#  Active Inactive ! Starts per Starts per Mode Duration (min) P
Use . week
week week Min Max  Mean
N5 (16) 77.5% 22.5% 0.0% 7.1 0.00 235 4100 1320 336
High N10 (16) 78.5% 18.0% 3.5% 6.2 0.00 145 3520 1360 330
N9 (16) 64.2% 23.1% 12.7% 8.2 0.22 105 2560 849 333
N1 (16) 46.2% 12.7% 41.1% 6.6 023 280 1195 685 336
Low
N8 (16) 32.4% 2.4% 65.2% 4.8 1.13 160 905 555 333
Table S-8. Usage pattern of the studied indoor wood stoves during February 2016
Not in Warm Cold Continuf)u§ Acliv.e HDD ver
Use Category  Logger #  Active Inactive oty Starts per Starts per Mode Duration (min) P
Use . week
week week Min Max  Mean
N3 (16) 79.3% 20.7% 0.0% 6.1 0.00 220 5620 1633 324
High
N10 (16) 72.6% 24.0% 3.4% 6.8 0.00 90 3175 1081 330
N9 (16) 47.3% 22.0% 30.7% 6.4 0.73 85 1210 672 324
Low N1 (16) 47.3% 16.4% 36.3% 6.0 0.23 175 1165 713 325
N8 (16) 40.3% 10.1% 49.6% 52 0.96 140 1125 652 325
Table S-9. Usage pattern of the studied indoor wood stoves during March 2016
Continuous Active
S Warm Cold " .
Use Category  Logger#  Active Inactive Notin Starts per Starts per Mode Duration (min) HDP per
v Use B week
week week Min Max  Mean
N10(16) 62.9% 23.9% 13.2% 75 0.00 55 4015 843 253
High
N5 (16) 63.3% 23.1% 13.6% 6.9 0.31 90 2665 887 253
N9 (16) 50.0% 25.6% 24.4% 9.6 0.00 95 1230 526 252
Low N8 (16) 35.7% 5.3% 59.0% 5.2 0.68 155 1090 612 232
N1 (16) 27.9% 7.0% 65.1% 37 1.46 200 985 548 238
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Figure S-1. Type K thermocouple logger deployed on the stack wall of an indoor wood stove.
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Figure S-2. Box plot of the stack wall temperature of the OWHHs.
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Figure S-3. Histogram of the normalized stack wall temperature of the OWHHs.
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Figure S-4. Comparison between OWHHI and 4 temperature profiles.
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Figure S-5. Box plot of the stack wall temperature of the IWSs.
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Figure S-6. Histogram of the normalized stack temperature data.
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Figure S-7. Comparison of usage modes for 5 NYS IWSs in 2015 and 2016 heating seasons.
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Figure S-8. The empirical complementary cumulative distribution functions (CCDF) for active
period spacing. For this plot, all activity data in each IWS use group were pooled together and
were analyzed to build the empirical CCDFs without curve fitting. The Y-axis shows the
probability of stoves in a given use group not being active for more than a given length of time
(x). The CCDF curve of the high use stoves ends at 68 hours because there were no cases having
a gap between two active periods greater than 68 hours. However, the low use stove curve has a
long tail that represents long periods of inactivity in the WA stoves.
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Figure S-9. Monthly Percent Time In-Use for the Five NYS IWSs Monitored Over Two Seasons
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Implication Statement

Current US regulatory programs for residential wood heating use a certification program to
assess emissions and efficiency performance. Testing under this program uses a test that burns
100% of a single, standardized wood fuel charge to assess performance at different steady-state
load conditions. This study assessed in-field operational patterns to determine if the current
certification approach accurately characterized typical homeowner use patterns. The data from
this study can be used to inform revisions to testing methods to increase certification test
comparability between lab and field performance.
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